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ZERTIFIKAT & CERTIFICATE o

ntemational |EC 61850 Certificate

Users Group

Level A?
No. D 061589 0165 Rev. 00

Issued to: For the 92LE publisher:

NR Electric Co., Ltd. PCS-221S MERGING UNIT

69 Suyuan Avenue, Jiangning, 211102 Hardware version: NR6106-3

Nanjing, PEOPLE’S REPUBLIC OF CHINA (S/N:K766203100501)
Firmware version: R1.00
Supporting:

4 phase voltage and current
Neutral is measured/calculated

Issued by:

TUV SUD CERTIFICATION AND TESTING (CHINA) CO., LTD.
SHANGHAI BRANCH TESTING CENTER

No0.1999, Duhui Road, Minhang District,

Shanghai, 201 108, People’s Republic of China

The product has not been shown to be non-conforming to:

IEC 61850-6, 7-2 and 9-2

Communication networks and systems in substations

The conformance test has been performed according to IEC 61850-10 and the UCAIUG: Test procedures version 1.1 for Sampled
Values Publishers according to the "Implementation Guideline for Digital Interface to Instrument Transformers using IEC 61850-9-2
(9-2LE version 2.1)" with TPCL? version 1.1 with 9-2LE publisher’s protocol implementation conformance statement:
"PICS_Server_Ed1_PCS-221S_V1.0" and extra information for testing: "PIXIT_9-2LE_Ed1_PCS-221S_V1.0".

The following IEC 61850 conformance blocks have been tested with a positive result (number of relevant and executed test cases /
total number of test cases):

11a Sampled Value publish (14/17) 50 Hz with 80 samples per cycle

11a Sampled Value publish (14/17) 60 Hz with 80 samples per cycle

This Certificate includes a summary of the test results as carried out at TUV SUD Certification and Testing (China) Co., Ltd. Shanghai
Branch Testing Center in P.R. China with DANEO 400 version 4.06.0045 and Wireshark version 3.6.0. This document has been issued
for information purposes only, and the original paper copy of the test report: No. 705202107604-00, version 1.0 will prevail.

The test has been carried out on one single specimen of the product as referred above and submitted to TUV SUD by NR Electric
Co., Ltd.. The manufacturer’s production process has not been assessed. This certificate does not imply that TUV SUD has approved

any product other than the specimen tested.

Cm\ﬂ WAN (= ){-/[W WG

Cong WANG Yifan WANG
Technical Certifier Test Engineer

! Level A - Independent Test lab with certified ISO/IEC 17025 Quality System
2TPCL - Test procedures change list
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ZERTIFIKAT & CERTIFICATE o &

International
Users Group

No. D 061589 0165 Rev. 00

Applicable Test Procedures from the UCAIUG: Test procedures version 1.1 for Sampled Values Publishers
according to the "Implementation Guideline for Digital Interface to Instrument Transformers using IEC

61850-9-2 (9-2LE version 2.1)" with TPCL version 1.1

Conformance Block

Mandatory

Conditional

Configuration

Cnf1, Cnf2, Cnf3, Cnf4, Cnf5, Cnf6,
Cnf7, Cnf8

11a Sampled Value Publishing
50 Hz, 80 samples/cycle

Svp1l, Svp2, Svp3, Svp6, Svplo,
Svpll, Svpl4

Svp4, Svp7, Svp8, Svpl2,
Svp13, Svp15, Svpl6

11a Sampled Value Publishing
60 Hz, 80 samples/cycle

Svp1l, Svp2, Svp3, Svp6, Svplo,
Svpll, Svpl4

Svp4, Svp7, Svp8, Svpl2,
Svp13, Svp15, Svpl6
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Zertifiziervertrag

Grundlage fir die Zertifikatserteilung ist die Prif-
und Zertifizierordnung von TUV SUD Product
Service.

Mit Erhalt des Zertifikates erkennt der
Zertifikatsinhaber die jeweils glltige Fassung der
Pruf- und Zertifizierordnung an (www.tuev-
sued.de/ps_regulations) und wird somit Partner im
Zertifiziersystem von TUV SUD Product Service.

Prinzipielle Voraussetzung fiir die Giiltigkeit

des Zertifikates:

e Gultigkeit der zitierten normativen
Prafgrundlage(n) ist gegeben

und zuséatzlich bei Zertifikaten mit Berechtigung

zur Verwendung eines Prifzeichens bzw. bei

Zertifikaten fur QM-Systeme:

e Voraussetzungen fur vorschriftsmaBige
Fertigung werden eingehalten.

¢ Die Fertigungs- bzw. Betriebsstatten werden
regelmaBig Uberwacht.

Certification contract

Certification is based on the TUV SUD Product
Service Testing and Certification Regulations.

On receipt of the certificate the certificate holder
agrees to the current version of the Testing and
Certification Regulations (www.tuv-
sud.com/ps_regulations) and thus becomes partner
in the TUV SUD Product Service Certification
System.

Requirements for the validity of the certificate

in principle:

o Validity of the quoted test standard(s)

In addition, for certificates with the right to use a

certification mark and for QM certificates:

e Conditions for an adequate manufacturing are
maintained

* Regular surveillance of the facility is performed
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Contrato de certificacao

A certificacao se baseia nos Regulamentos de
Testes e Certificacao do Grupo TUV SUD.

Ao receber o certificado, o Fornecedor, titular do
certificado concorda com a versao atual dos
Regulamentos de Testes e Certificagao do Grupo
TUV SUD (www.tuv-sud.com/ps_regulations) e
assim, torna-se parceiro no Sistema de Certificacao
de Produtos e Servigcos TUV SUD.

Requisitos para a validade do certificado (em

principio):

e Validade da(s) norma(s) de ensaio(s)
referenciada(s).

Adicionalmente, para os certificados com o direito

ao uso da marca de certificacao e para certificados

de SG:

e Condicoes de fabricacao adequada estao
mantidas.

e Auditoria de monitoracao realizada
regularmente.



