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GRW200 [TOSHIBA Energy Systems & Solutions Corporation]

05/25/2022 09:28 AM - Bruce Muschlitz

Status: Approved

Priority: Normal

61850 Edition: Edition 2

61850 Tested Server

Aspects:

Company: TOSHIBA Energy Systems & Solutions
Corporation

Address: Power Systems Protection and Control
Dept.
Fuchu Complex, 1 TOSHIBA-Cho
Fuchu-shi, Tokyo 183-8511
Japan

Product: GRW200

HW Version: GRW200-11-1M1-12-LL-51-AA0Q

SW Version: 61850: G2M85002A ; Main:
GS2RWIM13001

Key Words: Differential, Protection, Relay

Test Procedure 2.0.5

Version:

IEC 61850 Blocks Basic Exchange (B1), Buffered

Certified: Reporting (B6), Data Sets (B2), Direct

Control (12a), Enhanced Direct Control
(12c), Enhanced SBO Control (12d), File
Transfer (B14), GOOSE Publish (9a),
GOOSE Subscribe (9b), SBO Control
(12b), Service Tracking (B15), Setting
Group (B4), Time Synchronization (B13),
Unbuffered Reporting (B5)

Certificate/Result Bruce.Muschlitz

Reviewer:

Approval Date: 05/13/2022

Standards Tested: 61850-6, 61850-7-1, 61850-7-2,

61850-7-3, 61850-7-4, 61850-8-1

Current Test Lab DNV Netherlands (A)

Name:

Test Document:

Certificate Name:

Certificate Hash:

Vendor Artifact File
Name:

Vendor Artifact Hash:

Umbrella
Organization:

Optional Reservation
Test:

Serial Number:

Publisher Legacy
Variants:

Publisher Preferred
Rates:

Publisher Preferred
Variants:

Subscriber Legacy
Variants:

Subscriber Preferred
Variants:

Subscriber Preferred
Rates:

10360590-DS0O 22-2897

SHA256:
963472924A86EABE8SA803D90BAF088
ODFEC08C63B21A6F9370CD26231D25
87F6

Toshiba

VNT1493FM0001

Description
Line Differential Protection
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